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November 15, 2001

Virginia Electric and Power Company Safeguards information removed
ATTN:  Mr. David A. Christian
Senior Vice President and
Chief Nuclear Officer
lnnsbrook Technical Center
5000 Dominion Boulevard
Glen Allen, VA  23060

SUBJECT: NRC INSPECTION REPORT 50-280/01-08; 50-281/01-08; AND 72-002/01-05

Dear Mr. Christian:

On August 24, 2001, the NRC completed an inspection at your Surry Nuclear Plant.  This
inspection was an examination of activities conducted under your license as they relate to
safety and compliance with the Commission�s rules and regulations and with the conditions of
your license.  Within these areas, the inspection consisted of a selected examination of
procedures and representative records, observations of activities, and interviews with
personnel.  The enclosed inspection report presents the results of this inspection which were
discussed on August 24, 2001, with Mr. R. Blount, II and other members of your staff.

Based on the results this inspection, the inspectors identified one finding of very low safety
significance (Green) which was determined to be a violation of NRC requirements.  However,
because of the very low safety significance and because you have entered the item into your
corrective action program, the NRC is treating this violation as a Non-Cited Violation in
accordance with Section VI.A.l of the NRC�s Enforcement Policy.  If you deny this Non-Cited
Violation, you should provide a response with the basis of your denial, within 30 days of the
date of this inspection report, to the U.S. Nuclear Regulatory Commission, ATTN:  Document
Control Desk, Washington, D.C. 20555-0001; with copies to the Regional Administrator, Region
II; Director, Office of Enforcement, U.S. Nuclear Regulatory Commission, Washington, D.C.
20555-0001; and the NRC Resident Inspector at the Surry Nuclear Plant.

In accordance with 10 CFR 2.790 of the NRC�s “Rules of Practice,” a copy of this letter without
the Safeguards Information will be available electronically for public inspection in the NRC
Public Document Room or from the Publicly Available Records (PARS) component of
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NRC�s document system (ADAMS). ADAMS is accessible from the NRC Web site at
http://www.nrc.cwv/NRC/ADAMS/index.html (the Public Electronic Reading Room).

Sincerely,

/RA/

Kenneth P. Barr, Chief
Plant Support Branch
Division of Reactor Safety

Docket Nos.: 50-280, 50-281, 72-002 
License Nos.: DPR-32, DPR-37, SNM-2501

Enclosure: NRC Inspection Report 50-280/01-08
  50-281/01-08, and 72-002/01-05
(Contains Safeguards Information)
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Nuclear Licensing and 
  Operations Support
Virginia Electric & Power Company
6000 Dominion Boulevard
Glen Allen, VA  23060

Richard H. Blount, II
Site Vice President
Surry Power Station
Virginia Electric & Power Company
5570 Hog Island Road
Surry, VA  23883

cc w/lnspection Summary of Findings
Virginia State Corporation Commission
Division of Energy Regulation
P.O. Box 1197
Richmond, VA  23209

Donald P. Irwin, Esq.
Hunton and Williams
951 E. Byrd Street
Richmond, VA  23219-4074

Attorney General
Supreme Court Building
900 East Main Street
Richmond, VA  23219

Distribution w/lnspection Summary of Findings
DRPM/PSGB w/encl
DOCDESK 1E04, 016
A. Boland (Part 72 Only)
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U.S. NUCLEAR REGULATORY COMMISSION

REGION II

Docket Nos.: 50-280, 50-281, 72-002

License Nos.: DPR-32, DPR-37, SNM-2501

Report No.: 50-280/01-08; 50-281/01-08; 72-002/01-05

Licensee: Virginia Electric and Power Company

Facility: Surry Nuclear Plant, Units 1 and 2

Location: 5850 Hog Island Road
Surry, VA  23883

Dates: August 20 to August 24, 2001

Inspectors: J. Wallo, Physical Security Inspector (Lead)
K. Davis, Physical Security Inspector (Training)
Two NRC Contractors

Approved by: Kenneth P. Barr, Chief
Plant Support Branch
Division of Reactor Safety


