
Limerick 1 

3Q/2006 Performance Indicators 

Licensee's General Comments: none 

 
 

 

 

 
 
Licensee Comments: none 

 
 

Unplanned Scrams per 7000 Critical Hrs 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Unplanned scrams 0 0 0 1.0 0 0 0 0

Critical hours 2209.0 2109.1 2183.0 2185.3 2209.0 1736.6 2134.0 2208.0

         

Indicator value 0 0 0 0.8 0.8 0.8 0.8 0
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Licensee Comments: none 

 
 

 
 

Scrams with Loss of Normal Heat Removal 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Scrams 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0
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Licensee Comments: none 

 
 

 
 

Unplanned Power Changes per 7000 Critical Hrs 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Unplanned power changes 0 0 0 0 1.0 0 0 0

Critical hours 2209.0 2109.1 2183.0 2185.3 2209.0 1736.6 2134.0 2208.0

         

Indicator value 0 0 0 0 0.8 0.8 0.8 0.8
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Licensee Comments: none 

 
 

 
 

Safety System Functional Failures (BWR) 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Safety System Functional Failures 0 0 0 0 0 0 0 0

         

Indicator value 1 1 0 0 0 0 0 0
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Emergency AC Power 
System 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

UAI (∆CDF)       -2.30E-09 -1.60E-09

URI (∆CDF)       -3.20E-07 -3.20E-07

PLE       NO NO

         

Indicator value       
-3.22E-

07
-3.22E-

07
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, High Pressure Injection 
System 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

UAI (∆CDF)       
-2.70E-

08
-2.70E-

08

URI (∆CDF)       2.20E-07 2.20E-07

PLE       NO NO

         

Indicator value       
1.93E-

07
1.93E-

07
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Heat Removal System 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

UAI (∆CDF)       -3.30E-09 -1.50E-08

URI (∆CDF)       3.20E-07 3.20E-07

PLE       NO NO

         

Indicator value       3.17E-07 3.05E-07
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Residual Heat Removal 
System 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

UAI (∆CDF)       1.60E-09 2.70E-09

URI (∆CDF)       -3.60E-08 -3.60E-08

PLE       NO NO

         

Indicator value       
-3.44E-

08
-3.33E-

08
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Cooling Water Systems 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

UAI (∆CDF)       9.90E-10 7.10E-09

URI (∆CDF)       -3.10E-09 -3.10E-09

PLE       NO NO

         

Indicator value       -2.11E-09 4.00E-09
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Licensee Comments: none 

 
 

 
 

Reactor Coolant 
System Activity 10/04 11/04 12/04 1/05 2/05 3/05 4/05 5/05 6/05 7/05 8/05 9/05

Maximum activity 0.000006 0.000006 0.000006 0.000006 0.000006 0.000006 0.000006 0.000007 0.000005 0.000005 0.000006 0.000006

Technical 
specification limit 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2

             

Indicator value 0 0 0 0 0 0 0 0 0 0 0 0

Reactor Coolant 
System Activity 10/05 11/05 12/05 1/06 2/06 3/06 4/06 5/06 6/06 7/06 8/06 9/06

Maximum activity 0.000005 0.000006 0.000007 0.000006 0.000007 0.000006 0.000009 0.000005 0.000004 0.000004 0.000004 0.000006

Technical 
specification limit 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2 0.2

             

Indicator value 0 0 0 0 0 0 0 0 0 0 0 0
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Licensee Comments: none 

 
 

 
 

Reactor Coolant System Leakage 10/04 11/04 12/04 1/05 2/05 3/05 4/05 5/05 6/05 7/05 8/05 9/05

Maximum leakage 4.450 4.650 4.850 5.600 4.550 2.400 2.300 2.210 1.800 1.900 1.900 1.900

Technical specification limit 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0

             

Indicator value 17.8 18.6 19.4 22.4 18.2 9.6 9.2 8.8 7.2 7.6 7.6 7.6

Reactor Coolant System Leakage 10/05 11/05 12/05 1/06 2/06 3/06 4/06 5/06 6/06 7/06 8/06 9/06

Maximum leakage 2.000 2.100 2.000 2.200 2.200 2.400 2.000 2.200 2.200 2.300 2.200 2.300

Technical specification limit 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0

             

Indicator value 8.0 8.4 8.0 8.8 8.8 9.6 8.0 8.8 8.8 9.2 8.8 9.2
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Licensee Comments: none 

 
 

 
 

Drill/Exercise Performance 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Successful opportunities 103.0 12.0 41.0 32.0 20.0 16.0 54.0 36.0

Total opportunities 107.0 12.0 41.0 32.0 22.0 16.0 55.0 36.0

         

Indicator value 96.0% 96.2% 96.7% 96.9% 97.2% 97.7% 97.8% 97.8%
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Licensee Comments: none 

 
 

 
 

ERO Drill Participation 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Participating Key personnel 66.0 68.0 70.0 64.0 66.0 67.0 69.0 69.0

Total Key personnel 66.0 68.0 70.0 64.0 66.0 67.0 69.0 69.0

         

Indicator value 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0%
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Licensee Comments:  
 
2Q/06: During a self assessment, it was identified that one siren, previously reported as successfully tested during 
the May 29, 2006 silent test, actually failed the test. The May 2006 data was changed from 822 successful sirens out 
of 825 sirens tested to 821 successful sirens out of 825 sirens tested. This did not result in a color change to the 
indicator. 

 
 

 
 

Alert & Notification System 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

Successful siren-tests 2140 2143 2138 2133 2140 2138 2138 2140

Total sirens-tests 2145 2145 2145 2145 2145 2145 2145 2145

         

Indicator value 99.6% 99.7% 99.8% 99.7% 99.7% 99.6% 99.6% 99.7%
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Licensee Comments: none 

 
 

 
 

Occupational Exposure Control Effectiveness 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

High radiation area occurrences 0 0 0 0 0 0 0 0

Very high radiation area occurrences 0 0 0 0 0 0 0 0

Unintended exposure occurrences 0 0 0 0 0 0 0 0

Indicator value 0 0 0 0 0 0 0 0
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Licensee Comments: none 

 
 

 
 
Physical Protection information not publicly available.  
 

 
   
   
   
  

    Action Matrix Summary |  Inspection Findings Summary |  PI Summary |  Reactor Oversight Process  

Last Modified: November 6, 2006 

RETS/ODCM Radiological Effluent 4Q/04 1Q/05 2Q/05 3Q/05 4Q/05 1Q/06 2Q/06 3Q/06

RETS/ODCM occurrences 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0
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