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state application in accordance with 
§ 281.51. 

§ 281.24 Memorandum of agreement. 
EPA and the approved state will ne-

gotiate a Memorandum of Agreement 
(MOA) containing proposed areas of co-
ordination and shared responsibilities 
between the state and EPA and sepa-
rate EPA and state roles and respon-
sibilities in areas including, but not 
limited to: Implementation of partial 
state programs; enforcement; compli-
ance monitoring; EPA oversight; and 
sharing and reporting of information. 
At the time of approval, the MOA must 
be signed by the Regional Adminis-
trator and the appropriate official of 
the state lead agency. 

§ 281.25 Attorney General’s statement. 
(a) A state must submit a written 

demonstration from the Attorney Gen-
eral that the laws and regulations of 
the state provide adequate authority to 
carry out the program described under 
§ 281.21 and to meet other requirements 
of this part. This statement may be 
signed by independent legal counsel for 
the state rather than the Attorney 
General, provided that such counsel 
has full authority to independently 
represent the state Agency in court on 
all matters pertaining to the state pro-
gram. This statement must include ci-
tations to the specific statutes, admin-
istrative regulations, and where appro-
priate, judicial decisions that dem-
onstrate adequate authority to regu-
late and enforce requirements for UST 
systems. State statutes and regula-
tions cited by the state Attorney Gen-
eral must be fully effective when the 
program is approved. 

(b) If a state currently has authority 
over underground storage tank activi-
ties on Indian Lands, the statement 
must contain an appropriate analysis 
of the state’s authority. 

Subpart C—Criteria for No-Less- 
Stringent 

§ 281.30 New UST system design, con-
struction, installation, and notifica-
tion. 

In order to be considered no less 
stringent than the corresponding fed-
eral requirements for new UST system 

design, construction, installation, and 
notification, the state must have re-
quirements that ensure all new under-
ground storage tanks, and the attached 
piping in contact with the ground and 
used to convey the regulated substance 
stored in the tank, conform to the fol-
lowing: 

(a) Be designed, constructed, and in-
stalled in a manner that will prevent 
releases for their operating life due to 
manufacturing defects, structural fail-
ure, or corrosion. 

NOTE: Codes of practice developed by na-
tionally-recognized organizations and na-
tional independent testing laboratories may 
be used to demonstrate that the state pro-
gram requirements are no less stringent in 
this area. 

(b) Be provided with equipment to 
prevent spills and tank overfills when 
new tanks are installed or existing 
tanks are upgraded, unless the tank 
does not receive more than 25 gallons 
at one time. 

(c) All UST system owners and opera-
tors must notify the implementing 
state agency of the existence of any 
new UST system using a form des-
ignated by the state agency. 

§ 281.31 Upgrading existing UST sys-
tems. 

In order to be considered no less 
stringent than the corresponding fed-
eral upgrading requirements, the state 
must have requirements that ensure 
existing UST systems will be replaced 
or upgraded before December 22, 1998, 
to prevent releases for their operating 
life due to corrosion, and spills or over-
fills. 

§ 281.32 General operating require-
ments. 

In order to be considered no less 
stringent than the corresponding fed-
eral general operating requirements, 
the state must have requirements that 
ensure all new and existing UST sys-
tems conform to the following: 

(a) Prevent spills and overfills by en-
suring that the space in the tank is 
sufficient to receive the volume to be 
transferred and that the transfer oper-
ation is monitored constantly; 

(b) Where equipped with cathodic 
protection, be operated and maintained 
by a person with sufficient training 
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and experience in preventing corrosion, 
and in a manner that ensures that no 
releases occur during the operating life 
of the UST system; 

NOTE: Codes of practice developed by na-
tionally-recognized organizations and na-
tional independent testing laboratories may 
be used to demonstrate the state program re-
quirements are no less stringent. 

(c) Be made of or lined with mate-
rials that are compatible with the sub-
stance stored; 

(d) At the time of upgrade or repair, 
be structurally sound and upgraded or 
repaired in a manner that will prevent 
releases due to structural failure or 
corrosion during their operating lives; 

(e) Have records of monitoring, test-
ing, repairs, and closure maintained 
that are sufficient to demonstrate re-
cent facility compliance status, except 
that records demonstrating compliance 
with repair and upgrading require-
ments must be maintained for the re-
maining operating life of the facility. 
These records must be made readily 
available when requested by the imple-
menting agency. 

§ 281.33 Release detection. 
In order to be considered no less 

stringent than the corresponding fed-
eral requirements for release detection, 
the state must have requirements that 
at a minimum ensure all UST systems 
are provided with release detection 
that conforms to the following: 

(a) General methods. Release detection 
requirements for owners and operators 
must consist of a method, or combina-
tion of methods, that is: 

(1) Capable of detecting a release of 
the regulated substance from any por-
tion of the UST system that routinely 
contains regulated substances—as ef-
fectively as any of the methods allowed 
under the federal technical standards— 
for as long as the UST system is in op-
eration. In comparing methods, the im-
plementing agency shall consider the 
size of release that the method can de-
tect and the speed and reliability with 
which the release can be detected. 

(2) Designed, installed, calibrated, 
operated and maintained so that re-
leases will be detected in accordance 
with the capabilities of the method. 

(b) Phase-in of requirements. Release 
detection requirements must, at a min-

imum, be scheduled to be applied at all 
UST systems: 

(1) Immediately when a new UST sys-
tem is installed: 

(2) On an orderly schedule that com-
pletes a phase-in of release detection at 
all existing UST systems (or their clo-
sure) before December 21, 1993, except 
that release detection for the piping at-
tached to any existing UST that con-
veys a regulated substance under 
greater than atmospheric pressure 
must be phased-in before December 22, 
1990. 

(c) Requirements for petroleum tanks. 
All petroleum tanks must be sampled, 
tested, or checked for releases at least 
monthly, except that: 

(1) New or upgraded tanks (that is, 
tanks and piping protected from re-
leases due to corrosion and equipped 
with both spill and overfill prevention 
devices) may temporarily use monthly 
inventory control (or its equivalent) in 
combination with tightness testing (or 
its equivalent) conducted every 5 years 
for the first 10 years after the tank is 
installed or upgraded or until Decem-
ber 22, 1998, whichever is later; and 

(2) Existing tanks unprotected from 
releases due to corrosion or without 
spill and overfill prevention devices 
may use monthly inventory control (or 
its equivalent) in combination with an-
nual tightness testing (or its equiva-
lent) until December 22, 1998. 

(d) Requirements for petroleum piping. 
All underground piping attached to the 
tank that routinely conveys petroleum 
must conform to the following: 

(1) If the petroleum is conveyed 
under greater than atmospheric pres-
sure: 

(i) The piping must be equipped with 
release detection that detects a release 
within an hour by restricting or shut-
ting off flow or sounding an alarm; and 

(ii) The piping must have monthly 
monitoring applied or annual tightness 
tests conducted. 

(2) If suction lines are used: 
(i) Tightness tests must be conducted 

at least once every 3 years, unless a 
monthly method of detection is applied 
to this piping; or 

(ii) The piping is designed to allow 
the contents of the pipe to drain back 
into the storage tank if the suction is 
released and is also designed to allow 
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an inspector to immediately determine 
the integrity of the piping system. 

(e) Requirements for hazardous sub-
stance UST systems. All UST systems 
storing hazardous substances must 
meet the following: 

(1) All existing hazardous substance 
UST systems must comply with all the 
requirements for petroleum UST sys-
tems in paragraphs (c) and (d) of this 
section and after December 22, 1998, 
they must comply with the following 
paragraph (e)(2) of this section. 

(2) All new hazardous substance UST 
systems must use interstitial moni-
toring within secondary containment 
of the tanks and the attached under-
ground piping that conveys the regu-
lated substance stored in the tank, un-
less the owner and operator can dem-
onstrate to the state (or the state oth-
erwise determines) that another meth-
od will detect a release of the regulated 
substance as effectively as other meth-
ods allowed under the state program 
for petroleum UST systems and that 
effective corrective action technology 
is available for the hazardous sub-
stance being stored that can be used to 
protect human health and the environ-
ment. 

§ 281.34 Release reporting, investiga-
tion, and confirmation. 

In order to be considered no less 
stringent than the corresponding fed-
eral requirements for release reporting, 
investigation, and confirmation, the 
state must have requirements that en-
sure all owners and operators conform 
with the following: 

(a) Promptly investigate all sus-
pected releases, including: 

(1) When unusual operating condi-
tions, release detection signals and en-
vironmental conditions at the site sug-
gest a release of regulated substances 
may have occurred; and 

(2) When required by the imple-
menting agency to determine the 
source of a release having an impact in 
the surrounding area; and 

(b) Promptly report all confirmed un-
derground releases and any spills and 
overfills that are not contained and 
cleaned up. 

(c) Ensure that all owners and opera-
tors contain and clean up unreported 
spills and overfills in a manner that 

will protect human health and the en-
vironment. 

§ 281.35 Release response and correc-
tive action. 

In order to be considered no less 
stringent than the corresponding fed-
eral requirements for release response 
and corrective action, the state must 
have requirements that ensure: 

(a) All releases from UST systems are 
promptly assessed and further releases 
are stopped; 

(b) Actions are taken to identify, 
contain and mitigate any immediate 
health and safety threats that are 
posed by a release (such activities in-
clude investigation and initiation of 
free product removal, if present); 

(c) All releases from UST systems are 
investigated to determine if there are 
impacts on soil and ground water, and 
any nearby surface waters. The extent 
of soil and ground water contamination 
must be delineated when a potential 
threat to human health and the envi-
ronment exists. 

(d) All releases from UST systems are 
cleaned up through soil and ground 
water remediation and any other steps, 
as necessary to protect human health 
and the environment; 

(e) Adequate information is made 
available to the state to demonstrate 
that corrective actions are taken in ac-
cordance with the requirements of 
paragraphs (a) through (d) of this sec-
tion. This information must be sub-
mitted in a timely manner that dem-
onstrates its technical adequacy to 
protect human health and the environ-
ment; and 

(f) In accordance with § 280.67, the 
state must notify the affected public of 
all confirmed releases requiring a plan 
for soil and ground water remediation, 
and upon request provide or make 
available information to inform the in-
terested public of the nature of the re-
lease and the corrective measures 
planned or taken. 

§ 281.36 Out-of-service UST systems 
and closure. 

In order to be considered no less 
stringent than the corresponding fed-
eral requirements for temporarily 
closed UST systems and permanent 
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closure, the state must have require-
ments that ensure UST systems con-
form with the following: 

(a) Removal from service. All new 
and existing UST systems temporarily 
closed must: 

(1) Continue to comply with general 
operating requirements, release report-
ing and investigation, and release re-
sponse and corrective action; 

(2) Continue to comply with release 
detection requirements if regulated 
substances are stored in the tank; 

(3) Be closed off to outside access; 
and 

(4) Be permanently closed if the UST 
system has not been protected from 
corrosion and has not been used in one 
year, unless the state approves an ex-
tension after the owner and operator 
conducts a site assessment. 

(b) Permanent closure of UST sys-
tems. All tanks and piping must be 
cleaned and permanently closed in a 
manner that eliminates the potential 
for safety hazards and any future re-
leases. The owner or operator must no-
tify the state of permanent UST sys-
tem closures. The site must also be as-
sessed to determine if there are any 
present or were past releases, and if so, 
release response and corrective action 
requirements must be complied with. 

(c) All UST systems taken out of 
service before the effective date of the 
federal regulations must permanently 
close in accordance with paragraph (b) 
of this section when directed by the 
implementing agency. 

§ 281.37 Financial responsibility for 
UST systems containing petroleum. 

(a) In order to be considered no less 
stringent than the federal require-
ments for financial responsibility for 
UST systems containing petroleum, 
the state requirements for financial re-
sponsibility for petroleum UST sys-
tems must ensure that: 

(1) Owners and operators have $1 mil-
lion per occurrence for corrective ac-
tion and third-party claims in a timely 
manner to protect human health and 
the environment; 

(2) Owners and operators not engaged 
in petroleum production, refining, and 
marketing and who handle a through-
put of 10,000 gallons of petroleum per 
month or less have $500,000 per occur-

rence for corrective action and third- 
party claims in a timely manner to 
protect human health and the environ-
ment; 

(3) Owners and operators of 1 to 100 
petroleum USTs must have an annual 
aggregate of $1 million; and 

(4) Owners and operators of 101 or 
more petroleum USTs must have an 
annual aggregate of $2 million. 

(b) Phase-in of requirements. Finan-
cial responsibility requirements for pe-
troleum UST systems must, at a min-
imum, be scheduled to be applied at all 
UST systems on an orderly schedule 
that completes a phase-in of the finan-
cial responsibility requirements within 
the time allowed in the Federal regula-
tions under 40 CFR 280.91. 

(c) States may allow the use of a 
wide variety of financial assurance 
mechanisms to meet this requirement. 
Each financial mechanism must meet 
the following criteria in order to be no 
less stringent than the federal require-
ments. The mechanism must: Be valid 
and enforceable; be issued by a provider 
that is qualified or licensed in the 
state; not permit cancellation without 
allowing the state to draw funds; en-
sure that funds will only and directly 
be used for corrective action and third 
party liability costs; and require that 
the provider notify the owner or oper-
ator of any circumstances that would 
impair or suspend coverage. 

(d) States must require owners and 
operators to maintain records that 
demonstrate compliance with the state 
financial responsibility requirements, 
and these records must be made readily 
available when requested by the imple-
menting agency. 

[53 FR 43382, Oct. 26, 1988; 53 FR 51274, Dec. 
21, 1988; 54 FR 38788, Sept. 20, 1989, as amend-
ed at 55 FR 46025, Oct. 31, 1990] 

§ 281.38 Financial responsibility for 
USTs containing hazardous sub-
stances. [Reserved] 

§ 281.39 Lender liability. 

(a) A state program that contains a 
security interest exemption will be 
considered to be no less stringent than, 
and as broad in scope as, the federal 
program provided that the state’s ex-
emption: 
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(1) Mirrors the security interest ex-
emption provided for in 40 CFR part 
280, subpart I; or 

(2) Achieves the same effect as pro-
vided by the following key criteria: 

(i) A holder, meaning a person who 
maintains indicia of ownership pri-
marily to protect a security interest in 
a petroleum UST or UST system or fa-
cility or property on which a petro-
leum UST or UST system is located, 
who does not participate in the man-
agement of the UST or UST system as 
defined under § 280.210 of this chapter, 
and who does not engage in petroleum 
production, refining, and marketing as 
defined under § 280.200(b) of this chapter 
is not: 

(A) An ‘‘owner’’ of a petroleum UST 
or UST system or facility or property 
on which a petroleum UST or UST sys-
tem is located for purposes of compli-
ance with the requirements of 40 CFR 
part 280; or 

(B) An ‘‘operator’’ of a petroleum 
UST or UST system for purposes of 
compliance with the requirements of 40 
CFR part 280, provided the holder is 
not in control of or does not have re-
sponsibility for the daily operation of 
the UST or UST system. 

(ii) [Reserved] 
(b) [Reserved] 

[60 FR 46715, Sept. 7, 1995] 

Subpart D—Adequate 
Enforcement of Compliance 

§ 281.40 Requirements for compliance 
monitoring program and authority. 

(a) Any authorized representative of 
the state engaged in compliance in-
spections, monitoring, and testing 
must have authority to obtain by re-
quest any information from an owner 
or operator with respect to the UST 
system(s) that is necessary to deter-
mine compliance with the regulations. 

(b) Any authorized representative of 
the state must have authority to re-
quire an owner or operator to conduct 
monitoring or testing. 

(c) Authorized representatives must 
have the authority to enter any site or 
premises subject to UST system regu-
lations or in which records relevant to 
the operation of the UST system(s) are 
kept, and to copy these records, obtain 

samples of regulated substances, and 
inspect or conduct the monitoring or 
testing of UST system(s). 

(d) State programs must have proce-
dures for receipt, evaluation, retention, 
and investigation of records and re-
ports required of owners or operators 
and must provide for enforcement of 
failure to submit these records and re-
ports. 

(e)(1) State programs must have in-
spection procedures to determine, inde-
pendent of information supplied by reg-
ulated persons, compliance with pro-
gram requirements, and must provide 
for enforcement of failure to comply 
with the program requirements. States 
must maintain a program for system-
atic inspections of facilities subject to 
regulations in a manner designed to de-
termine compliance or non-compliance, 
to verify accuracy of information sub-
mitted by owners or operators of regu-
lated USTs, and to verify adequacy of 
methods used by owners or operators in 
developing that information. 

(2) When inspections are conducted, 
samples taken, or other information 
gathered, these procedures must be 
conducted in a manner (for example, 
using proper ‘‘chain of custody’’ proce-
dures) that will produce evidence ad-
missible in an enforcement proceeding, 
or in court. 

(f) Public effort in reporting viola-
tions must be encouraged and the state 
enforcement agency(ies) must make 
available information on reporting pro-
cedures. State programs must main-
tain a program for investigating infor-
mation obtained from the public about 
suspected violations of UST program 
requirements. 

(g) The state program must maintain 
the data collected through inspections 
and evaluation of records in such a 
manner that the implementing agency 
can monitor over time the compliance 
status of the regulated community. 
Any compilation, index, or inventory 
of such facilities and activities shall be 
made available to EPA upon request. 

§ 281.41 Requirements for enforcement 
authority. 

(a) Any state agency administering a 
program must have the authority to 
implement the following remedies for 
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