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1.0 PURPOSE 
 

A. The purpose of this specification is to identify the SAIC expectations to the Architect Engineer’s  
design completeness at the various levels of design reviews.  The expectations are listed in Attachment 
1 – GS-04. The expectations should be used by the Architect Engineer to identify the SAIC minimum 
requirements and the Architect Engineer should understand that Attachment 1 is not an inclusive list.  
The Architect Engineer’s  scope of work will list the design reviews required by SAIC and it will be up 
to the Architect Engineer to incorporate all the expectations listed to the point of review. 

 
 
Attachment 1 – GS-04 
 
 


