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BONDING NOTE:

#6 REINFORCING BAR SHALL BE WELDED ACROSS THE TOP OF EACH

SHEET PILE.  #6 REINFORCING BAR SHALL NOT EXTEND ACROSS THE

MONOLITH JOINT.  INSTALL FLEXIBLE JUMPER AT ALL MONOLITH

JOINTS.  JUMPERS SHALL BE INSULATED NO. 1/0 AWG COPPER TYPE

USE, INSULATED WITH A MINIMUM OF 95 MILS OF CROSS LINKED

POLYETHYLENE IN A 8’’ DIA. LOOP.  JUMPERS SHALL BE WELDED AS

SPECIFIED TO ADJACENT STEEL SHEET PILES 3’’ BELOW THE BOTTOM

OF THE CONCRETE CAP.  WELDED CONNECTIONS SHALL BE COATED

WITH SPLICING EPOXY TO OBTAIN MOISTURE PROOF JOINTS.
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