
DOT  US Department of Transportation 

PHMSA Pipeline and Hazardous Materials Safety Administration 

OPS  Office of Pipeline Safety 

  Eastern Region/ NYSDPS 

 

Principal Investigator Jeremy Kemak - NYSDPS 

Senior Accident Investigator Michael Yazemboski - PHMSA ER 

Region Director Byron E. Coy 

Date of Report 10/29/2012 

Subject Failure Investigation Report – Columbia Gas Transmission Millennium 
Pipeline Leak Owego, NY 

 

Operator, Location, & Consequences 

Date of Failure 01/11/2011 

Commodity Released Natural Gas 

City/County & State Owego/ Tioga County New York 

OpID & Operator Name 2616 Columbia Gas Transmission Corp. 

Unit # & Unit Name 1661 Millennium West - NY 

SMART Activity # 132869 

Milepost / Location Latitude 42.15309 ;  Longitude -76.13328 

Type of Failure Weld Leak 

Fatalities 0 

Injuries 0 

Description of area 
impacted 

Class 1 Area.  Non-HCA  

Property Damage 0 

 

  



Failure Investigation Report - Columbia Gas Transmission, Millennium Pipeline Weld Anomaly 
Failure Date 01/11/2011 

 

Millennium West NY 1-11-2011 Page 2 of 6 

Executive Summary 

On January 11, 2011, Columbia Gas Transmission (CGT) field operations personnel discovered bubbles 

emerging from a small creek at milepost (MP) 47.5 on the Millennium Pipeline right-of-way.  This area is 

located in a rural area near Owego, New York, in Tioga County.  CGT confirmed that the bubbles were 

being emitted from a leak on the Millennium 30-inch natural gas pipeline that had been installed in 

2008.  The leak was reported to the NiSource Gas Transmission & Storage Monitoring Center, and the 

pipeline pressure was reduced from 1070 pounds per square inch gage (psig) to 900 psig.   

Repair efforts started on January 12, 2011, with fabrication and installation of a 2-inch alternate supply 

line to New York State Electric and Gas (NYSEG) in order to maintain gas supply feeding the town of 

Owego, New York.  This bypass allowed for uninterrupted service while the pipeline was temporarily out 

of service for repair.   

The cause of this event was a pinhole leak in a circumferential weld located on a double joint section of 

pipe.  The investigation concluded that the weld defect originated from the original construction of the 

pipeline in 2008.  Remediation of the leak was completed on January 16, 2011, and the line was 

returned to normal operating pressure.   

There were no fatalities, injuries, or fire resulting from this event.   

Following the restart of the pipeline, a further review of the records for the entire section of line from 

the Corning Compressor Station to Hancock, New York, resulted in the discovery of three additional 

locations where discrepancies were found in the NDT records.  As a result, on July 6, 2011, PHMSA 

Eastern Region issued Columbia Gas Transmission (CGT), operator of the Millennium Pipeline, a Consent 

Order (CO) (CPF#1-2011-1013S), requiring CGT to undertake an assessment of the affected sections to 

ensure the overall integrity of girth welds.  The CO also required a 20 percent reduction in operating 

pressure based on the operating pressure at the time of the incident.  The pressure reduction was to 

remain in place until the required in-line assessments and remediation activities were completed.  

Additional details related to the CO are provided in the “Return to Service” section below. 

System Details 

The Millennium Pipeline consists of approximately 180 miles of 24- and 30-inch pipe that was placed in 
service on December 2008 (Appendix A).  It is jointly owned by affiliates of NiSource Inc., National Grid, 
and DTE Energy.  The pipeline system is currently operated and maintained by Columbia Gas 
Transmission. 

The pipeline system starts at Millennium’s Compressor Station in Corning, NY, and ends at the Ramapo 

Interconnect in Ramapo, NY, which ties into the Algonquin pipeline system (Appendix A).  The pipeline is 

supplied by various interconnects and storage fields (including: Empire, Columbia, Central New York Oil 

and Gas, National Fuel).  In addition to delivering gas to the Algonquin pipeline system, Millennium also 

delivers gas to various local distribution companies (including: NYSEG, Orange and Rockland, National 

Fuel, and Central Hudson).   
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The Millennium Pipeline system has a Maximum Allowable Operating Pressure (MAOP) of 1200 psig.  

The pipe at the leak location consists of 30-inch diameter, 0.405-inch wall thickness, X-70 SMYS pipe.  

There was no history of leaks, repairs, exposed pipe, or other conditions relevant to this event on this 

section of the Millennium system. 

Events Leading up to the Failure 

On January 11, 2011, at 14:00, Columbia Gas Transmission field operations personnel were performing 

AC decoupler testing.  While working in the immediate area, they discovered bubbles emerging from a 

small creek traversing the Millennium Pipeline right-of-way.  Upon further investigation, it was 

confirmed that the bubbles were being emitted from a leak on the Millennium 30-inch natural gas 

pipeline.  

Emergency Response 

Below is a summary of the action taken by CGT and emergency response personnel during the duration 
of this event.  Additional details are provided in the event log (Appendix D). 

A gas leak was discovered off of Schneider Road by CGT employees while performing pipeline 
operations.  The employees notified the CGT monitoring center.  CGT’s incident management plan was 
implemented.  Notification was made to the Millennium Commercial Department of Leaks, and CGT 
personnel were assigned to man the valves upstream and downstream of the leak. NYSEG Gas Control / 
Electric Dispatch was notified of the leak, and a contractor was contacted to begin developing a repair 
plan.  The leak was reported to New York State Spill Response and to the NRC.  Plans were developed to 
blow down the line, isolate the leak, and make repairs.  The Tioga County Emergency Coordinator and 
Broome County Emergency Coordinator were notified of the blow down plan.  NYSDPS was notified and 
began their investigation on January 15, 2012. 

 Preparations were made to: 

1. Close and re-route traffic on East Maine Road during the blow down; 

2. Make reverse 911 calls to residents within 1 mile of the blow down site; 

3. Have Choconut Center Fire Department on site during the blow down; 

4. Have Broome County Airport re-route air traffic around the blow down site; and  

5. Have NYSEG de-energize their 345-kilovolt (KV) lines at the leak site and at E. Maine Road. 

The line was successfully blown down, and plans were made to perform a repair. 

Summary of Return-to-Service 

Repair efforts started on January 12, 2011, with fabrication and installation of a 2-inch alternate supply 

line to New York State Electric and Gas (NYSEG) for the tap feeding the town of Owego.  This bypass 

allowed for uninterrupted service while the Millennium Pipeline was temporarily out of service for 

repair.   

On January 15, 2011, the pipeline pressure was reduced to 200 psig, and excavation of the leak site 

began.  At 17:30, an anomaly was exposed on a circumferential double joint weld.  Following the blow 

down of the pipeline section, the mechanical weld that leaked was radiographed.  It was concluded that 
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the leak was confined to the anomaly area.  The weld anomaly measured approximately 0.125 inches in 

length and was located near the bottom of the pipe at the 5:30 o’clock position.   

In order to permanently repair the leak, excess material was removed from anomaly area, the weld was 

manually re-welded, and a 3/8 inch thick Dresser Style 115 welded repair sleeve was installed (Appendix 

B).  The repair sleeve was non-destructively evaluated through magnetic particle inspection, and the 

repair of the leak was completed at 11:30 on January 16, 2011.  Once coating was complete, proper 

backfill was reestablished, and the pipeline was returned to its normal operating pressure at 17:15 on 

January 16, 2011.  

As a result of the investigation, three additional suspect welds were identified based on a review of 

welding and NDT records from the 2008 construction.  On July 6, 2011, PHMSA Eastern Region issued 

Columbia Gas Transmission (CGT), operator of the Millennium Pipeline, a Consent Order (CO) (CPF#1-

2011-1013S), requiring CGT to undertake an assessment of the affected sections to ensure the overall 

integrity of girth welds by using in-line inspection methods and pipe examination as detailed in the CO.  

The affected sections of the Millennium System included the 24- and 30-inch diameter pipeline sections 

that transport natural gas from Corning to Ramapo, NY.  The CO also required that the operating 

pressure in the affected sections be reduced by 20 percent until in-line inspection assessments and 

remedial action had been completed.   

Investigation Details 

The details of the investigation are provided below.   

1. Leak Investigation Details 

a. The leak was located at MP 47.5 in a rural (Class 1), non-HCA area near Owego, NY, in 
Tioga County.  The nearest structure was a single family dwelling 1200 feet northeast 
from the leak site.   (Appendix A) 

b. The pressure upstream of the leak site at the Corning Compressor Station was 1098 
psig.  The pressure downstream of the leak site at the Port Dickinson M&R Station was 
1054 psig.   

c. Prior to the leak, the pipeline pressure at the leak location was 1070 psig, which is 
below the MAOP of 1200 psig for the system.   

d. The pipeline was excavated at the leak location.  Visual inspection indicated that the 
pipe burial depth was 72 inches, the pipe external coating was in good condition, and 
there were no signs of external corrosion. 

2. CGT personnel coordinated Emergency Response activities with local fire and police 
departments to ensure public safety and security of the leak site.  No issues were identified 
with the coordination activities or the implementation of CGT’s emergency plans.  

3. Records, ILI results, and procedures reviewed: 

a. NYSDPS personnel conducting the investigation reviewed welding and NDT records 
associated with the leak site and the section of the Millennium Pipeline from Corning 
Compressor Station to Hancock, NY.  Records indicated that this weld defect originated 
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from the 2008 construction of the pipeline.  Records show that this weld did not pass 
visual inspection. 

b. The Millennium Pipeline was successfully hydrostatically tested on November 11, 2008, 
at a pressure of 2118 psig, for 8 hours.  This testing was done in accordance with code 
requirements. 

c. A geometry in-line inspection tool (dent tool) was run on November 17, 2008, after the 
construction of the pipeline.  Inspection data was analyzed and remedial action was 
taken by CGT to address the indications identified.  There were no indications noted at 
the leak location. 

d. An automatic welding process (procedure SMAW 33) was used offsite by CGT to create 
the double joints used in the 2008 construction of the pipeline.  The double joint 
sections of pipe were then transported to the pipeline right-of-way for installation in 
the ditch.    

e. A leak survey was performed on November 2, 2010.  There were no leaks found as a 
result of this survey. 

f. There was no history of leaks, repairs, or exposed pipe on this section of pipe since it 
was constructed in 2008. 

g. A review of construction records from 2008 was performed, including welding records 
and NDT records for the section of the Millennium Pipeline from the Corning 
Compressor Station to Hancock, NY.  This review also included the double joint rack 
where the rejected weld was made.  A review of these records resulted in the 
identification of two additional double joint butt welds and one tie-in weld that were 
not adequately evaluated (Appendix F – X-RAYS 7957 and 8974).  The daily radiographic 
report indicated that the two double joint butt welds needed re-evaluation “REX100 
%”.  According to Millennium personnel, this was due to issues with the film quality.  
However, these two additional welds were installed in the pipeline without any repair 
or further nondestructive testing.  A tie-in weld with the NDT status identified as 
“Unknown” was listed on the alignment sheet as being installed in the pipeline 
(Appendix G).  Millennium personnel were unable to provide records proving that 
nondestructive testing had been performed. 

4. The cause of the leak was determined through visual inspection of the weld, and thus a 
laboratory analysis was not performed.  

5. Although Columbia Gas Transmission notified the NRC on January 12, 2011, at 12:20 (NRC# 

964362), CGT determined that this event did not qualify as a reportable incident in accordance 

with Part 191.15 Code of Federal Regulations, and thus an incident report was not submitted or 

required for this event.  

Findings and Contributing Factors 

As a result of the investigation, it was determined that the leak was due to a circumferential weld defect 

on a double joint section of pipe.  The weld defect, measuring approximately 0.125 inches in length, was 

located near the bottom of the pipe at the 5:30 o’clock position (Appendix B).   A review of the 
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construction records for this location showed that the weld defect originated from the initial 

construction of the line in 2008 (Appendix F – X-RAY number 7733).  

Nondestructive test (NDT) records reviewed for this segment of pipe indicated that this weld did not 

pass a visual inspection and was rejected.  As a result, there were no NDT radiographic inspections 

performed on this weld.  During the construction process, this section of pipe containing the rejected 

weld was taken to the field and installed into the pipeline without being repaired.   

Based on this information, investigators conducted a review of all welding and NDT records for the 

section of the Millennium Pipeline from Corning Compressor Station to Hancock, New York.  This review 

identified discrepancies in the records at two additional double joint butt welds and one tie-in weld.  

The records showed that these welds were marked for reevaluation, but no records were found 

indicating that the reevaluation was performed (Appendix F, Appendix G).    

As a result of these findings, on July 6, 2011, PHMSA Eastern Region issued Columbia Gas Transmission 

(CGT), operator of the Millennium Pipeline, a Consent Order (CO) (CPF#1-2011-1013S), requiring CGT to 

undertake an assessment of the affected sections to ensure the overall integrity of girth welds using in-

line inspection methods. 
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NATIONAL RESPONSE CENTER 1-800-424-8802
*** For Public Use ***
Information released to a third party shall comply with any
applicable federal and/or state Freedom of Information and Privacy Laws

Incident Report # 964362

INCIDENT DESCRIPTION

*Report taken at 12:12 on 12-JAN-11
Incident Type: PIPELINE
Incident Cause: UNKNOWN
Affected Area: WETLANDS
The incident was discovered on 11-JAN-11 at 14:26 local time.
Affected Medium: WATER   WETLANDS
____________________________________________________________________________

SUSPECTED RESPONSIBLE PARTY

Organization:         COLUMBIA GAS TRANSMISSION               
                      CHARLESTON, WV 25314
 
Type of Organization: PRIVATE ENTERPRISE
____________________________________________________________________________

INCIDENT LOCATION
SCHNEIDER RD County: TIOGA
SEE LAT/LONG
City: OWEGO State: NY 
Latitude: 42° 09' 11" N 

Longitude: 076° 07' 59" W 

____________________________________________________________________________
 RELEASED MATERIAL(S)

CHRIS Code: ONG    Official Material Name: NATURAL GAS
Also Known As:  
Qty Released: 0 UNKNOWN AMOUNT           Qty in Water: 0 UNKNOWN AMOUNT
________________________________________________________________________

DESCRIPTION OF INCIDENT

CALLER STATES THAT  A RELEASE OF NATURAL GAS WAS DISCOVERED ON A PIPELINE IN A 
WETLANDS AREA.
____________________________________________________________________________

INCIDENT DETAILS
Pipeline Type: TRANSMISSION 
DOT Regulated: YES 
Pipeline Above/Below Ground: ABOVE 
Exposed or Under Water: YES 
Pipeline Covered: YES 

---WATER INFORMATION--- 
Body of Water: WETLANDS 
Tributary of: 
Nearest River Mile Marker: 
Water Supply Contaminated: UNKNOWN 
____________________________________________________________________________

DAMAGES
Fire Involved: NO   Fire Extinguished: UNKNOWN
INJURIES:   NO Hospitalized:  Empl/Crew:  Passenger:  
FATALITIES:  NO Empl/Crew:  Passenger:  Occupant:  
EVACUATIONS: NO Who Evacuated:  Radius/Area:  

Damages: NO 

Length of Direction of

Closure Type Description of Closure Closure Closure
Air:       N   

Road: N    Major 
Artery: N

132869_Appendix C-NRC Report 964362
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Waterway: N   

Track: N    

Passengers Transferred: NO                                        
Environmental Impact: UNKNOWN                                     
Media Interest: NONE  Community Impact due to Material:           

____________________________________________________________________________
REMEDIAL ACTIONS

A REPAIR CREW IS ON SITE FOR THE LEAK.
Release Secured: NO
Release Rate: 
Estimated Release Duration: 
____________________________________________________________________________

WEATHER

Weather: OVERCAST, 27ºF                                           
____________________________________________________________________________

ADDITIONAL AGENCIES NOTIFIED

Federal: PHMSA EAST
State/Local: NY DEC, NY PUBLIC SERVICE COMMISSION
State/Local On Scene: NONE
State Agency Number: 1010563
____________________________________________________________________________

NOTIFICATIONS BY NRC
ATLANTIC STRIKE TEAM (MAIN OFFICE)

12-JAN-11 12:25
DHS NOC (NOC)

12-JAN-11 12:25
USCG ICC (ICC ONI)

12-JAN-11 12:25
CT DEPT OF EMERGENCY MGMT (COMMISSIONER)

12-JAN-11 12:25
DOT CRISIS MANAGEMENT CENTER (MAIN OFFICE)

12-JAN-11 12:25
U.S. EPA II (MAIN OFFICE)

12-JAN-11 12:26
NATIONAL INFRASTRUCTURE COORD CTR (MAIN OFFICE)

12-JAN-11 12:25
NJ OFC HMLND SECURITY & PREPAREDNES (COMMAND CENTER)

12-JAN-11 12:25
NJ STATE POLICE (MARINE SERVICES BUREAU)

12-JAN-11 12:25
NOAA RPTS FOR NY (MAIN OFFICE)

12-JAN-11 12:25
BUREAU TOXIC SUBSTANCE  R. WILBURN (MAIN OFFICE)

12-JAN-11 12:25
NY STATE DEC SPILL HOTLINE (MAIN OFFICE)

12-JAN-11 12:25
PA STATE POLICE (BUREAU OF CRIMINAL INVESTIGATION)

12-JAN-11 12:25
PA EMERG MGMT AGCY (MAIN OFFICE)

12-JAN-11 12:25
USCG DISTRICT 1 (COMMAND CENTER)

12-JAN-11 12:25
____________________________________________________________________________

ADDITIONAL INFORMATION
NO ADDITIONAL INFORMATION.
___________________________________________________________________________

*** END INCIDENT REPORT # 964362 ***  
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Event Log 

Sequence of events prior, during, and after the incident by time. (Consider the events of all parties involved in the incident, Fire 
Department and Police reports, Operator Logs and other government agencies.) 

Time / Date Event 

2:00 pm / 1-11-11 Gas leak discovered off of Schneider Road by Columbia employees while performing pipeline operations. 

2:30 pm / 1-11-11 Andy Lake notified Columbia Gas monitoring center of the leak. 

4:00 pm / 1-11-11 Notification made to Millennium Commercial Department of Leak. 

4:00 pm / 1-11-11 
Columbia Gas personnel assigned to man valves 1013 and 1014 (valves upstream and downstream of leak) 
on 24/7 schedule; set up task to check leak every day to determine if any changes were occurring. 

6:00 pm / 1-11-11 Incident Management Plan Call #1 held to discuss leak repair strategy. 

7:00 pm / 1-11-11 NYSEG Gas Control / Electric Dispatch notified of the leak. 

Morning / 1-12-11 

Otis Eastern (Contractor) contacted to mobilize; arranged for 30 inch pretested pipe, 30 inch weld over 
sleeve, and 30 inch leak clamp to be trucked to the site; reviewed leak repair options (bypass around leak,  
isolate pipe section and blow down etc.); identified market impacts; identified government agencies, 
emergency responders, customer, suppliers who needed to be contacted. 

11:00 am / 1-12-11 Gas leak is reported to New York State Spill Response; Incident Report 1010563 

12:20 pm / 1-12-11 Gas leak is reported to NRC; Incident Report 964362 

Afternoon / 1-12-11 

Gathering material and personnel to construct a 2 inch supply connection from Stagecoach / Millennium 
connection to lateral feeding NYSEG’s Owego market; contacts made with NYSEG’s gas department and 
electrical department in regards to coordination of two companies; started preparing blow down plan to 
isolate leak. 

6:00 pm / 1-12-11 
Incident management plan call #2 is held; determined that commercial arrangements could be made to 
isolate leak and make repair; blow down scheduled for Saturday morning at mainline valve off of East 
Maine Road, Broome County, NY. 

7:55 am / 1-13-11 NYSEG and NYSDPS notified of plan to blow down pipeline on Saturday 1/15/11. 

9:30 am / 1-13-11 
Tioga County Emergency Coordinator is notified of blow down plan and need for a meeting to discuss 
action plan. 

9:30 am / 1-13-11 
Broome County Emergency Coordinator is notified of blow down plan and need for a meeting to discuss 
action plan.  

11:00 am / 1-13-11 Meeting set up with Broome and Tioga County Emergency Control Coordinator for 2:00 pm. 

2:00 pm / 1-13-11 

Meeting with Broome County and Tioga County Emergency Coordinators to discuss blow down plan. 
Preparations were made to close and re-route traffic on East Maine Road during blow down; reverse 911 
call would be made to residents within 1 mile of blow down site; Choconut Center Fire dept would be on 
site during blow down; Broome County Airport would re-route air traffic 1 mile around blow down site for 
4 hours; explained that we were working with NYSEG to have them de-energize their 345 KV lines at the 
leak site and at E. Maine Road. 

6:00 pm / 1-13-11 Held Incident Management Plan call #3 to discuss progress / issues related to leak repair. 

1-14-11 

Contractor and equipment mobilization; repair materials being delivered to site; Owego alternate supply 
connector being constructed; blow down silencer being shipped from Virginia; contacts being made with 
local residents and government officials; NYSEG preparing alternative feeds at Westover and Endicott to 
support markets; NYSEG scheduling power lines to be de-energized.; Security (Tioga Sheriff’s dept) being 
arranged for leak site. 

6:00 pm / 1-14-11 Incident Management Plan call #4 held to discuss progress / issues related to leak repair.  
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Event Log 

Sequence of events prior, during, and after the incident by time. (Consider the events of all parties involved in the incident, Fire 
Department and Police reports, Operator Logs and other government agencies.) 

6:45 am / 1-15-11 NYSEG states that they are primary feed at Westover and Endicott stations. 

7:15 am / 1-15-11 NYSEG calls and states they are de-energizing power line at leak site and then at blow down site. 

7:30 am / 1-15-11 Owego markets are being fed off of 2-inch alternate supply line.  

8:00 am / 1-15-11 Supply being shut off on Millennium; Corning compressor station being shut down. 

8:00 am / 1-15-11 Broome and Tioga EOC updated that mainline valves are being closed to isolate leak. 

8:30 am / 1-15-11 Sheriff and Choconut fire dept are in place on E. Maine Road, East Main Road is temporarily closed. 

8:40 am / 1-15-11 Upstream valve #1013 west of leak is closed. 

9:00 am / 1-15-11 NYSDPS updated regarding the current action plan. 

9:10 am / 1-15-11 NYSEG calls to state power line is de-energized at East Maine Road. 

9:20 am / 1-15-11 Downstream valve #1014 east of leak is closed; 820 psig locked in on pipe section. 

9:50 am / 1-15-11 
Notifications are made to Columbia Gas Control and Broome EOC that blow down is ready to start. 
Broome EOC notifies Airport to start 4 hour restricted fly zone over blow off valve.  

10:00 am / 1-15-11 Blow down started. 

12:20 pm / 1-15-11 
Tioga County Fire Director and fire chiefs from Tioga County visit leak site and have emergency plan in 
place. 

1:50 pm / 1-15-11 
NYSEG and Choconut Center fire chief notified that pressure on isolated section is 200 psig and that it is 
safe to energize power line at E. Maine Road. Notified Broome EOC that they could contact Airport to lift 
restricted fly zone.  

2:30 pm / 1-15-11 
Consultation with Choconut Center fire chief; determination made that E. Maine Road can be opened back 
up for traffic and emergency responders can leave site.  

3:00 - 5:30 pm /     
1-15-11 

Contractor excavating at leak site. 

6:00 pm / 1-15-11 Incident Management Plan call #5 held to discuss progress / issues related to leak repair. 

7:00 pm / 1-15-11 Blow down complete; Notification to Tioga County EOC. 

7:00 pm 1-15-11  – 
12:00 am / 1-16-11 

Air movers installed to purge gas out of pipeline; Weld leak investigated by consultant Det Norske Veritas 
(DNV Columbus, Inc); Discussions with NYDPS to determine proper repair method; Determination is 
made to repair the pinhole leak in the weld and then install a weld over sleeve as the permanent repair.  
NYDPS informed PHMSA of the proposed repair method.  PHMSA did not express any concerns. 

2:30 am / 1-16-11 Weld repair made and x-rayed. 

3:00 am / 1-16-11 Weld over sleeve installation begins. 

9:30 am / 1-16-11 NYSEG re-energizes power lines at leak site. 

11:30 am / 1-16-11 Weld over sleeve installation completed and NDE verified good. 

12:30 am / 1-16-11 Coating of pipe and weld over sleeve commences. 

1:30 pm / 1-16-11 Coating completed and everyone is out of excavation. 

1:30 pm / 1-16-11 
Notify Broome EOC, Gas Control, NYSEG that purge of pipeline will start at 2:00 pm at E. Maine Rd; 
backfilling started at leak site.  

2:00 pm / 1-16-11 Purge begins. 

3:40 pm / 1-16-11 Purge completed; 100% gas in air at valve at E. Maine Rd. 
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Event Log 

Sequence of events prior, during, and after the incident by time. (Consider the events of all parties involved in the incident, Fire 
Department and Police reports, Operator Logs and other government agencies.) 

4:00 pm / 1-16-11 Start loading isolated section from east and west. 

5:15 pm / 1-16-11 Pipeline loaded and back in-service; mainline valves opened. 

6:00 pm / 1-16-11 Incident Management Plan call #6 held to discuss progress / issues related to leak repair. 

6:30 pm / 1-16-11 Corning compressor station starts compressor unit. 

6:30 pm / 1-16-11 Owego temporary feed disconnected; Owego being fed from the Millennium Pipeline. 

7:30 pm / 1-16-11 NYSEG, Tioga EOC, and Broome County EOC notified that pipeline is back in normal operations.  
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Daily Radiographic Report (Double Joint Weld 7957) 
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Columbia Gas Transmission Millennium Pipeline Leak Owego, NY 
 Failure Date 01/11/2011 

 
 

Daily Radiographic Report (Double Joint Weld 8974) 
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Columbia Gas Transmission Millennium Pipeline Leak Owego, NY 
 Failure Date 01/11/2011 

 
 

Alignment Sheet For Tie In Weld “Unknown” 

 

 

132869_Appendix E-Records

Page 5 of 5



132869_Appendix F-Radiographic Reports

Page 1 of 3



132869_Appendix F-Radiographic Reports

Page 2 of 3



132869_Appendix F-Radiographic Reports

Page 3 of 3



132869_Appendix G-Alignment Sheet
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