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Dear Mr. Neave: 
 
During the week of October 15, 2012, a representative of the Pipeline and Hazardous Materials Safety 
Administration (PHMSA) pursuant to Chapter 601 of 49 United States Code inspected Transcontinental 
Gas Pipe Line Company’s (Transco) procedures for operations in Carlstadt, NJ. 
 
On the basis of the inspection, PHMSA has identified the apparent inadequacy found within Transco’s 
plans or procedures, as described below: 
 
1. §193.2503  Operating procedures. 
 
 Each operator shall follow one or more manuals of written procedures to provide safety in 

normal operation and in responding to an abnormal operation that would affect safety.  The 
procedures must include provisions for: 
(a)  . . .  
(b)  Startup and shutdown, including for initial startup, performance testing to demonstrate 
that components will operate satisfactory in service. 

 
Transco’s procedures for start-up were inadequate in that they did not provide consistent guidance for 
start-up of the liquefaction section of the facility.  Specifically, paragraph 14 of Transco’s procedure titled 
“Start up Liquefaction Section” was inconsistent with paragraph B.3 of Transco’s Procedure “Description 
of Plant Process - Section B. Liquefaction and Storage”. 
 
 
 






